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TEST CERTIFICATE

Certificate Nr: EEA — 1800 — 0032

The related resistance to fire test was carried out at Efectis Era Avrasya Test

Laboratories on 02.04.2018 in accordance with BS 476-20 standard for the product as

described below:

“FD-400" FIRE AND SMOKE CONTROL DAMPER

FIRE RESISTANCE RESULT

Integrity 151 minutes

Radiation 151 minutes

) ) Placed on the market by ) _ )
FITA TEKNIK HAVALANDIRMA, ISITMA, SOGUTMA VE KLIMA SIST. SAN. VE TIC. LTD. §TI.
Gokevler Mah. 2312. Sokak C Blok No:16 C/96 Esenyurt - ISTANBUL/TURKEY

) ) And Produceq In the Foctqry ) ) )
FITA TEKNIK HAVALANDIRMA, ISITMA, SOGUTMA VE KLIMA SIST. SAN. VE TIC. LTD. §TI.
29 Ekim Mah. 9231 Sk. No:25 Yazibasi - Torbal = IZMIR/TURKEY

This test certificate is a declaration of the test results and does not represent any type approval or
certification of the product. All details related to product specifications and field of application
are described in the report Nr. RFTR18046.

This certificate is initially valid until 06t April 2019 providing that no significant modifications are

made in technical specification of the specimen and related test and classification standards.
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Ali BAYRAKTAR
Laboratory Manager
06.04.2018




